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             Montana to Northwest path – Path 8 

 

 The utilization of and congestion on the Montana to 
Northwest transmission path (Path 8) increases 
under most conditions (i.e., renewable generation re-
location in Montana) analyzed in support of the 
Plan.  

 WECC recommends consideration by decision-
makers for transmission upgrades or other 
mitigating measures that relieve congestion on path 
8 as renewable generation is expanded in Montana. 
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• Of the three export paths used to transfer resources out of Montana, 
Path 8 seems to be the most congested by all measures. 
 
• Historical data shows that Path 8 has been, and remains, heavily 
utilized, which is consistent with its original design to move large 
quantities of base load generation out of Montana to the Northwest.  
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• In both Montana resource scenarios, Path 8 operated above 90 percent of 
its limit for at least 40 percent of the year. This extreme level of utilization is 
reflected in the high conditional congestion score.  
 
• The drastic increase in congestion along Path 8 in these specific Montana 
and Wyoming resource scenarios is due to the system’s inability to integrate 
the amount of renewable resources modeled while continuing to operate 
base load coal units in a traditional manner without additional 
transmission. 
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Chinook – 500 kV DC, 3000 MW electric transmission line originating 
near Harlowton, Montana, traversing Idaho and terminating in the 
Eldorado Valley, south of Las Vegas, Nevada. 
 
MSTI – 500 kV AC, 1500 MW transmission line, delivering electricity from 
Montana to customers in the western US. The intent of the MSTI project 
addresses the need for new electric transmission service: generating 
sources to customers, and to bolster the western power grid.  
 
Path 8 Upgrade – A series compensation project that would increase the 
Path 8 rating from 2200 MW to 2900 MW. 
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• In addition to reducing the congestion along Path 8, the Chinook 
project also reduced the WECC-wide average U909 from 5.74 to 5.64 
percent. 
 
• The average U75 decreased from 15.08 to 13.63 percent, as well. 
Overall, the Chinook project was effective at reducing congestion along 
Path 8 and lowering WECC-wide utilization values. 
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• The addition of the MSTI project also resulted in the Montana – 
Northwest no longer passing the utilization screening.  
• All three utilization metrics decreased, with more than 30 percent 
decrease in the U75 metric.  

• In the MSTI scenario, the entire WECC-wide U90 average did not 
show substantial change. With the addition of the MSTI project, 
the total number of paths that passed the utilization screening did 
not decrease.  
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The Path 8 Upgrade project resulted in the greatest decrease in 
Montana – Northwest utilization metrics. The project effectively 
increased the east to west limit of the line from 2200 MW to 
2900 MW. Path 8 did not pass any of the utilization screenings 
after the implementation of the upgrades.  

The Path 8 Upgrades had no effects on the WECC-wide average U90 
value, or the number of paths that passed the utilization screening. 
For those paths that passed the utilization screening in the Path 8 
Upgrade Scenario, there were no significant increases or decreases in 
utilization. 10 


